ACACS Selection
1/18/1012
How to Select the American Standard Catalytic Air cleaner system (ACACS) for your application:

1. Identify rooftop unit needed for the application
2. Using table 1, select correct BAYACACSXXX roof curb to match RTU
3. Price  and select in UPDS

Note: There is a 3 week standard lead time for all BAYACACS curbs.

Table1
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